NOTE
1. FOR WORKSTATION LOCATION SHOWN WITH RECEPTACLES AND AN ASSOCIATED DATA DEVICE, PROVIDE A COMBINATION BACKBOX WITH A COMMON COVER. WALL BOX SHALL BE A TWO GANG BACKBOX WITH A DIVIDER, IN ORDER TO ACCOMMODATE THE POWER AND DATA. BACKBOX SHALL BE THE WALL SOURCE BACKBOX AS MANUFACTURED BY WIREMOLD OR EQUIVALENT. PROVIDE ALL NECESSARY ACCESSORIES AS REQUIRED FOR A COMPLETE INSTALLATION.

2. WORKSTATION LOCATION SHALL BE MOUNTED ON COLUMN WHERE POSSIBLE.